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M305 Firmware, Java, and Web Manager upgrade. 

 

Get Device Installer from Lantronix if you do not already have it. 

http://ltxfaq.custhelp.com/app/answers/detail/a_id/644 

 

Make a Lantronix folder on your desktop. 

You will add all the files necessary for the upgrade to this folder for ease of upgrading. 

Download the firmware and web manager for the Matchport to the Lantronix folder you just made. 

http://ltxfaq.custhelp.com/app/answers/detail/a_id/1375 

 

http://ltxfaq.custhelp.com/app/answers/detail/a_id/644
http://ltxfaq.custhelp.com/app/answers/detail/a_id/1375
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Go to www.temperatureguard.com, download, and unzip the latest Java files for the M305. 

http://www.temperatureguard.com/datacapture2014.html 

 

Put the unzipped file into the Lantronix folder on your desktop. 

You should now have three files in the Lantronix folder. 

 

 

 

 

http://www.temperatureguard.com/datacapture2014.html
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Let us get started with the actual upgrade.   

Run Device installer, found in the Lantronix folder in your start menu. 

 

It should look something like the above screen shot.  You will likely have fewer devices show up. 

The M305 uses a Matchport network adapter.  You will need to know the MAC address or the IP 

address of the unit you are trying to upgrade. 

Click the + plus sign(s) in the left hand pane next to Matchport to show all the units.  I will be 

upgrading 10.0.0.9.   

          

Select it (10.0.0.9) by clicking on it.  Click the Upgrade button.   

Upgrade the firmware first.  Follow the series of screen shots. 
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Browse to the folder you set up earlier select the rom file and click next. 

     

  This is what you want to see. 


